The electric power system infrastructure has begun to adopt digital information technologies such as transmission control protocol/internet protocol (TCP/IP) and Ethernet infrastructures. With this adoption, information technology-centric network and system management (NSM) tools are used to manage the intermediate communication systems and electric devices in digital substations. However, the technology to monitor the cyber-physical System (CPS) statistics for the intelligent electronic devices (IEDs) and serial communication for a digital substation does not exist yet. In this paper, we aim to propose cyber-physical analysis methodologies of a digital substation system, concerning issues of (1) International Electrotechnical Commission (IEC) 62351-7 based network and system management, (2) behavior analysis of the CPS, (3) cyber-physical anomaly detection systems, and (4) a testbed for a digital substation. By collaborating with Electric Power Research Institute (EPRI), a cyber security testbed for the digital substation has been developed to implement the use cases and analyze potential security threats. Newly integrated methodologies for information handling are expected to lead to improved safety and reliability for the CPS of electric power grid systems.
Introduction
The rapid pace of change in the electric power grid creates a challenging environment for asset owners and operators of an electricity infrastructure to monitor the activities of industry and standards organizations, develop an understanding of the security impacts of new technologies, and assess and monitor cyber security risks. Power system operators in a utility require not only comprehensive backgrounds in the physical monitoring of field devices, but also cyber monitoring of intelligent electronic devices (IEDs) in a digitalized substation. Thus, a comprehensive approach is required to utilize cyber-physical system (CPS) interactions, to provide insight by various monitoring tools, architectures, guidelines, and testing results.
To address the need for improved operations and visibility in the power grid infrastructure, companies in the utility industry have begun to adopt information and communication technologies, such as TCP/IP and Ethernet. With this adoption, IT-centric network and system management (NSM) tools are widely used to monitor and manage communications with and between intermediate cyber systems and field devices. International Electrotechnical Commission (IEC) 62351-7 represents a technical specification that attempts to address the need for a single set of NSM definitions regarding
Network and System Management in Substations
The concept of NSM was presented in [2, 7] . Within IEC 62351-7, the objects include both monitoring and management aspects of the CPS. The objects may build on the legacy discipline of embedded devices, hardware, and software, whose major mission is not for computation. By utilizing NSM objects, the CPS integrates the dynamics of the physical processes with servers, software and intermediate systems; and it provides abstractions, modeling, design, and analysis techniques for the integrated substation environment in the power grid. This is aligned with typical IT network environment and network technologies that utilize both monitoring and management capabilities. These capabilities include the monitoring and management of
•
Servers used as general-purpose computational platforms, which are used for widely accessed applications, such as web portals/pages, file transfer protocol (FTP), mail, etc.
• Embedded devices used as the core physical components of an electric grid, which are used by grid operations as well as supervisory control and data acquisition (SCADA) and energy management (EMS) systems.
Intermediate systems, such as firewalls, routers, and Ethernet switches.
The capabilities described above have common general features with a typical IT environment. However, similar to the IT environment, the topology viewed by the developers of IEC 62351-7 employs communications protocols not found in typical IT environments. These include serial protocols, such as distributed network protocol 3 (DNP3), Modbus, and additional protocols such as IEC 61850, used for electrical substation automation. A typical 154 kV substation using the IEC 61850 standard in Korea [13] has been constructed, as shown in a single line diagram of Figure 1 . A substation consists of physical field devices of the substation switchyard and remote digital systems of the control center. In Figure 1 , a physical substation switchyard is depicted by a black solid line, and IEDs and digital control centers are depicted by a green and blue dotted line, respectively. The electronic current transformer (CT) and power voltage transformer (PT) are depicted by a red line. These electronic signals are mapped with digital output, using a merging unit shown as yellow box in Figure 1 . Then, the substation system transmits the process measurements to digital protection IEDs in a process bus. A detailed symbolic notation for circuit breakers, transformers, process bus, station bus, switches, and feeders can be found in [14] .
In Figure 1 , physical equipment in a substation is managed by either protection, control, or measurement IEDs. The key insight gained from Figure 1 is that cyber-physical interaction between physical and digital component is critical in a substation automation environment. The concept of NSM then provides the description of the real-time interaction between remote digital systems and the physical switchyard devices. IEDs in a process bus. A detailed symbolic notation for circuit breakers, transformers, process bus, station bus, switches, and feeders can be found in [14] . In Figure 1 , physical equipment in a substation is managed by either protection, control, or measurement IEDs. The key insight gained from Figure 1 is that cyber-physical interaction between physical and digital component is critical in a substation automation environment. The concept of NSM then provides the description of the real-time interaction between remote digital systems and the physical switchyard devices. [14] .
Support for the protocols used in a substation is outside of the typical IT NSM environment. It includes exchanges between master/slaves, clients/servers, and publisher/subscribers. These monitored exchanges include, but are not limited to, IED to IED, master station to IED, and RTU to IED.
The typical exchanges show a simplified network infrastructure, as shown in Figure 2 , which consists of two local area networks (LANs) that are connected to each other through the use of routers and firewalls. Each LAN is created through the use of ethernet switches. The wide area network (WAN) that bridges the two LANs provides connectivity, which allows the IEDs to exchange information with each other through a SCADA system. To provide access control functionality, each local network is protected by firewall (located in front of routers). [14] .
The typical exchanges show a simplified network infrastructure, as shown in Figure 2 , which consists of two local area networks (LANs) that are connected to each other through the use of routers and firewalls. Each LAN is created through the use of ethernet switches. The wide area network (WAN) that bridges the two LANs provides connectivity, which allows the IEDs to exchange information with each other through a SCADA system. To provide access control functionality, each local network is protected by firewall (located in front of routers). IEDs in a process bus. A detailed symbolic notation for circuit breakers, transformers, process bus, station bus, switches, and feeders can be found in [14] . In Figure 1 , physical equipment in a substation is managed by either protection, control, or measurement IEDs. The key insight gained from Figure 1 is that cyber-physical interaction between physical and digital component is critical in a substation automation environment. The concept of NSM then provides the description of the real-time interaction between remote digital systems and the physical switchyard devices. Support for the protocols used in a substation is outside of the typical IT NSM environment. It includes exchanges between master/slaves, clients/servers, and publisher/subscribers. These monitored exchanges include, but are not limited to, IED to IED, master station to IED, and RTU to IED.
The typical exchanges show a simplified network infrastructure, as shown in Figure 2 , which consists of two local area networks (LANs) that are connected to each other through the use of routers and firewalls. Each LAN is created through the use of ethernet switches. The wide area network (WAN) that bridges the two LANs provides connectivity, which allows the IEDs to exchange information with each other through a SCADA system. To provide access control functionality, each local network is protected by firewall (located in front of routers). In addition to typical IED-to-IED information exchange, such as remote protection and control activities, networks supporting critical infrastructure may also require IED NSM capabilities. Information supporting NSM may be available from multiple cyber-physical sources within the network, as depicted with red dotted points of the cyber and physical system in Figure 2 .
Many of these monitoring points may already be available through existing communication channels, such as switches, routers, and firewalls. This allows utilities to plan transition and migration strategies [15] by the addition of a "monitoring agent", shown in Figure 3 . The definition extends the ability to react to issues that were either unmonitored before or monitored in a proprietary manner. However, the ability to integrate NSM information from IEDs has not typically been extended to network control or operations centers. Further, the presentation of IED NSM information has not been standardized. In addition to typical IED-to-IED information exchange, such as remote protection and control activities, networks supporting critical infrastructure may also require IED NSM capabilities. Information supporting NSM may be available from multiple cyber-physical sources within the network, as depicted with red dotted points of the cyber and physical system in Figure 2 .
Many of these monitoring points may already be available through existing communication channels, such as switches, routers, and firewalls. This allows utilities to plan transition and migration strategies [15] by the addition of a "monitoring agent", shown in Figure 3 . The definition extends the ability to react to issues that were either unmonitored before or monitored in a proprietary manner. However, the ability to integrate NSM information from IEDs has not typically been extended to network control or operations centers. Further, the presentation of IED NSM information has not been standardized. The typical IED, although it may be utilizing TCP/IP technology for communication, does not utilize common IT protocols-for instance, FTP and hypertext transfer protocol (HTTP)-for the exchange of real-time control and status exchange. Typical protocols utilized for IED information exchange are IEC 60870-5, DNP 3.0, and IEC 61850. There is no native NSM support within these protocols [8] . We note that the previous works [16] [17] [18] [19] [20] [21] [22] [23] [24] did not consider NSM application within these protocols. Moreover, none [25] [26] [27] [28] [29] [30] [31] [32] [33] [34] [35] [36] [37] [38] [39] [40] [41] [42] focused on NSM use cases and integration with field devices. In this paper, we tested the lab substation equipment and programs implemented to utilize NSM use cases.
IEC 61850-Based Digital Substation Monitoring
There are substantial research and several commercial products available on intrusion detection and network monitoring in the SCADA environment. While previous research on intrusion detection has mainly focused on the Modbus and DNP3 protocols, there is no commercial product for intrusion detection in the IEC 61850-specific protocols or for the physical status of an electric field device. In previous work, Lahza et al. [9] used an IEC 61850-specific feature set to detect distributed denial-ofservice attacks (DDoS), but it only monitors the network traffic statistics, and does not include the control command level feature sets on a field device; thus, it lacks the physical status monitoring of the power grid itself.
The IEC 61850 protocol and function commands are used widely for the standard communication between heterogeneous smart grid systems, such as SCADA, micro-grids, electric vehicle charging infrastructure, demand response (DR), and DERs. The IEC 61850 protocol stack depicted in Figure 4 requires thorough analysis to ensure secure implementation when a new system is deployed. The critical nature of protection switching within substations was one of the principal challenges addressed in the development of IEC 61850 network protocols and related network design The typical IED, although it may be utilizing TCP/IP technology for communication, does not utilize common IT protocols-for instance, FTP and hypertext transfer protocol (HTTP)-for the exchange of real-time control and status exchange. Typical protocols utilized for IED information exchange are IEC 60870-5, DNP 3.0, and IEC 61850. There is no native NSM support within these protocols [8] . We note that the previous works [16] [17] [18] [19] [20] [21] [22] [23] [24] did not consider NSM application within these protocols. Moreover, none [25] [26] [27] [28] [29] [30] [31] [32] [33] [34] [35] [36] [37] [38] [39] [40] [41] [42] focused on NSM use cases and integration with field devices. In this paper, we tested the lab substation equipment and programs implemented to utilize NSM use cases.
There are substantial research and several commercial products available on intrusion detection and network monitoring in the SCADA environment. While previous research on intrusion detection has mainly focused on the Modbus and DNP3 protocols, there is no commercial product for intrusion detection in the IEC 61850-specific protocols or for the physical status of an electric field device. In previous work, Lahza et al. [9] used an IEC 61850-specific feature set to detect distributed denial-of-service attacks (DDoS), but it only monitors the network traffic statistics, and does not include the control command level feature sets on a field device; thus, it lacks the physical status monitoring of the power grid itself.
The IEC 61850 protocol and function commands are used widely for the standard communication between heterogeneous smart grid systems, such as SCADA, micro-grids, electric vehicle charging infrastructure, demand response (DR), and DERs. The IEC 61850 protocol stack depicted in Figure 4 requires thorough analysis to ensure secure implementation when a new system is deployed. The critical nature of protection switching within substations was one of the principal challenges addressed in the development of IEC 61850 network protocols and related network design guidelines.
A major development was the definition of GOOSE. GOOSE messages have a direct mapping into the Ethernet, bypassing the overhead of TCP/IP protocols. GOOSE messages are recognized by compliant Ethernet switches to have preemptive priority over network traffic. Within five milliseconds of a critical system event, GOOSE messages are required to multicast to other registered IEDs attached to the Ethernet-based network, replacing earlier generation station bus-type communications. Ethernet switches involved with protection signaling must be capable of recognizing GOOSE messages and forwarding them on a preemptive priority basis. When using GOOSE, as shown in Figure 5 , all access control should be managed in the Ethernet layer, using media access control (MAC) addressing and application identification (ID) whitelisting strategies (in Figure 5 , the actual configuration of the source and destination IP/ports are hidden for internal security reasons). This may require additional system changes. For example, the conventional 5-tuple, signature-based snort rule [12] requires an extension, using a 9-tuple signature structure as shown in Table 1 . Snort rule is an open source-based intrusion detection system, capable of real-time traffic analysis and packet logging, but it does not support the analysis of the domain-specific industrial control protocols. Ethernet switches involved with protection signaling must be capable of recognizing GOOSE messages and forwarding them on a preemptive priority basis. When using GOOSE, as shown in Figure 5 , all access control should be managed in the Ethernet layer, using media access control (MAC) addressing and application identification (ID) whitelisting strategies (in Figure 5 , the actual configuration of the source and destination IP/ports are hidden for internal security reasons). This may require additional system changes. For example, the conventional 5-tuple, signature-based snort rule [12] requires an extension, using a 9-tuple signature structure as shown in Table 1 . Snort rule is an open source-based intrusion detection system, capable of real-time traffic analysis and packet logging, but it does not support the analysis of the domain-specific industrial control protocols.
If the address, port, or application ID is not in the corresponding whitelist, the detector takes action to alert. For example, the TCP port for IEC 61850 is <102>, and should be required by the whitelist. Similarly, the simple network time protocol (SNTP) is extended, as used to synchronize time utilizing an SNTP server. SNTP adopts user datagram protocol (UDP) connections in the transport layer on port <123>. These newly extended fields were implemented and tested during the current project. If the address, port, or application ID is not in the corresponding whitelist, the detector takes action to alert. For example, the TCP port for IEC 61850 is <102>, and should be required by the whitelist. Similarly, the simple network time protocol (SNTP) is extended, as used to synchronize time utilizing an SNTP server. SNTP adopts user datagram protocol (UDP) connections in the transport layer on port <123>. These newly extended fields were implemented and tested during the current project. 
Network Flow-Based Situational Awareness
Traffic patterns are used to define the whitelist in the open system interconnection model, and identify the permitted protocols for smart substation networks only. In terms of the station bus in IEC 61850, only MMS and SNTP traffic are allowed. In terms of the process bus, GOOSE, sampled value (SV), and IEEE 1588 (precision time protocol, or PTP) traffic is allowed. Moreover, on each source and destination pair in the network flow, statistical trends of the traffic volume and traffic frequency are checked. Table 2 provides the data structure for the network flow analysis result. From a network flow analysis results, on an hourly, daily, and monthly basis, each flow sequence number is characterized by the distinct operation pattern within a digital substation, due to its unique behavior on a regular form. The unique behavior of each flow sequence is categorized into one of the four behavior characteristics in power equipment: settings, failure, security, and performance monitoring. The function command of an end device is sent, within the same packet transfer rate and transfer byte size, the length and size of packets. The device then identifies the statistics value of each network flow by the sample mean vector y, whose jth element (y j ) is the average value of the N observations of the jth variable (x ij ):
Based upon using normal IEC 61850 traffic contents as a baseline, the regular traffic flows and predictable device behavior patterns can be specified in the analytics engine in the sensor. Any occurrences outside the lower and upper threshold values of the network flow statistics are considered anomalous and suspicious. If any of the aforementioned network flow thresholds are violated, the sensor generates an alert at one of three levels: critical, major, and minor. This alert is then sent to the sensor monitoring system for processing. The three levels are predefined, based on the severity and importance of an event to the deploying organization. The situational awareness of a substation manages the alarms that can presented to security operators in a smart substation. It also summarizes the number of alarms and the types of NSM alarms.
Intelligent Electronic Device Management
Substation configuration language (SCL) files are used to exchange the configuration data of an IEC 61850-based substation. They are also used to describe configurations of all IEDs using object models, and specify a unified and standardized format for configuring IEDs within the substation [13] . Therefore, using the SCL file as the input into the sensor, the security and interoperation information for a substation can be imported as a virtual model of each IED.
A typical SCL file utilizes specific, syntactic XML schema structures, and contains five elements: Header, Substation, Communication, IED, and DataTypeTemplates. In each element of an SCL, a tree node represents either a logical node, a type of data object, or a type of data attribute. To comply with the same syntax structure as the SCL file, the security sensor uses a tree structure to visualize and display substation assets and their respective communications within the hierarchy, as shown in Figure 6 .
The hierarchy of the source group in Figure 6 is created automatically by the syntax parsing of IED elements in IEC 61850 standard-based SCL files. The system manages detailed IED information with respect to the manufacturer of the IED. In the EPRI Knoxville testbed, there are seven different manufacturers listed in the source group, as shown in Figure 6 . Each manufacturer's hierarchy folder expands the actual name of IED device model. For instance, the deployed device "SEL 351" is created in the hierarchy from the IED name object field in the SCL file, and is grouped under the manufacturer name of "SEL". The substation administrator has been challenged to manage the asset list and its detailed IED configuration by SCL file. Thus, an automated hierarchy of the asset list enables IED configuration management efficiently by the import function within the system. The hierarchy of the source group in Figure 6 is created automatically by the syntax parsing of IED elements in IEC 61850 standard-based SCL files. The system manages detailed IED information with respect to the manufacturer of the IED. In the EPRI Knoxville testbed, there are seven different manufacturers listed in the source group, as shown in Figure 6 . Each manufacturer's hierarchy folder expands the actual name of IED device model. For instance, the deployed device "SEL 351" is created in the hierarchy from the IED name object field in the SCL file, and is grouped under the manufacturer name of "SEL". The substation administrator has been challenged to manage the asset list and its detailed IED configuration by SCL file. Thus, an automated hierarchy of the asset list enables IED configuration management efficiently by the import function within the system. By checking the SCL file, the maximum number of instantiable report control blocks for each IED is defined, and used in the configuration of the security sensor. The GOOSE application protocol data unit (PDU) has twelve fields. These fields are defined as follows:
numDatSetEntries (number of data set entries) • allData GOOSE multicast addressing is configured in the SCL file, and the first three octets of a GOOSE destination address are predefined as (01-0C-CD). Using this information, the security sensor validates each GOOSE packet, using the destination address preamble the configuration from the SCL file.
Moreover, the changes to the state number (stNum) and the sequence number (sqNum) in the GOOSE application payload must strictly comply with the associated IED behavior patterns. The By checking the SCL file, the maximum number of instantiable report control blocks for each IED is defined, and used in the configuration of the security sensor. The GOOSE application protocol data unit (PDU) has twelve fields. These fields are defined as follows:
Moreover, the changes to the state number (stNum) and the sequence number (sqNum) in the GOOSE application payload must strictly comply with the associated IED behavior patterns. The value of stNum shall change incrementally when a value of datSet has changed in the sent GOOSE message, which shall also cause the value of the sqNum to be set to zero. When the value of stNum has no change, the value of sqNum will change incrementally for each GOOSE transmission, but it shall roll over to 0 at its maximal value of 4,294,967,295. Thus, the security sensor manages stNum and sqNum changes, as shown in Figure 7 , and alert about abnormal behavior of the GOOSE transmission.
value of stNum shall change incrementally when a value of datSet has changed in the sent GOOSE message, which shall also cause the value of the sqNum to be set to zero. When the value of stNum has no change, the value of sqNum will change incrementally for each GOOSE transmission, but it shall roll over to 0 at its maximal value of 4,294,967,295. Thus, the security sensor manages stNum and sqNum changes, as shown in Figure 7 , and alert about abnormal behavior of the GOOSE transmission. In the case of analysis on GOOSE transmissions from one source IED to another destination IED, as depicted in Figure 7 , the network pattern of the destination IED's ingress traffics are the same with the source IED's egress traffics. They are identical with regard to the traffic size and the number of packets, regardless of the time. However, the destination IED's egress traffics may differ with the source IED's ingress traffics. There is no traffic allowed on a local network back towards the source IED, although the destination IED attempts to transmit egress traffics based on destination IED's own setting.
Behavior Analysis Using Network and System Management Objects
The advent of an implementable set of IEC 62351-7 MIBs and definitions allows the NSM visibility gap to be closed and the construction of concrete behavioral analysis for a digital substation of CPS. During the development of the behavior analysis mechanism, several observations were made:
• The current generation of IEDs do not support the information required to create the IEC 62351-7 MIBs. This will be changed as the standard to be published for wider visibility.
• It was found that the switches and routers had proprietary MIB information that could be mapped into IEC 62351-7 MIBs to create a demonstration that utilized standardized MIB definition.
•
The use of the standardized MIBs allowed the use case demonstration to be successful. In some cases, proprietary MIBs were utilized unmapped, for the purpose of convenience and to meet the timeframe.
• During the creation of the demonstrations, it was discovered that IEC 62351-7 did not have information regarding clock synchronization or clock tampering. These MIB definitions were In the case of analysis on GOOSE transmissions from one source IED to another destination IED, as depicted in Figure 7 , the network pattern of the destination IED's ingress traffics are the same with the source IED's egress traffics. They are identical with regard to the traffic size and the number of packets, regardless of the time. However, the destination IED's egress traffics may differ with the source IED's ingress traffics. There is no traffic allowed on a local network back towards the source IED, although the destination IED attempts to transmit egress traffics based on destination IED's own setting.
Behavior Analysis Using Network and System Management Objects
•
The current generation of IEDs do not support the information required to create the IEC 62351-7
MIBs. This will be changed as the standard to be published for wider visibility.
It was found that the switches and routers had proprietary MIB information that could be mapped into IEC 62351-7 MIBs to create a demonstration that utilized standardized MIB definition.
• During the creation of the demonstrations, it was discovered that IEC 62351-7 did not have information regarding clock synchronization or clock tampering. These MIB definitions were developed and forwarded to IEC for standardization. IEC has accepted the definitions that were developed.
Staging demonstrations of the behavior analysis allowed us to see the benefits of the extended NSM architecture, and to provide feedback and ideas for future demonstration expansion. Our major goal is to describe the behavior analysis use cases that drive the normal operation status of the digital substation. We also aim to demonstrate and evaluate the application of the 62351-7 MIB definitions [7] .
The behavior analysis models are newly defined in this paper, and are categorized into four different types and 15 scenarios as follows.
Intelligent Electronic Device Clock Synchronization Monitoring

External Clock Synchronization Failure
If the external clock source has failed and is no longer present, then NSM sensor send the alert notification to the NSM manager, which results in issuing the work order to the maintenance operator.
Clock Accuracy Change
An IED calculates its precision drift after time synchronization, and would allow an alert if the drift exceeds a configured threshold value. The appropriate MIB element would be set, allowing the NSM sensor to send the alert notification to the NSM manager, which results in issuing the work order to maintenance operators.
Clock Tampering Detection
There are two prevalent types of tampering: front panel clock tampering, where the clock is set forward or backward beyond a prescribed amount; and clock source tampering where one of the clock sources has had its clock changed. The use of multiple time sync sources via GPS, Inter-range instrumentation group -B time code (IRIG-B) and multiple IEEE 1588 (Precision Time Protocol) will allow an NSM sensor to send the alert notification to the NSM manager, which results in the system administrator or analyst selecting another time source.
Physical Security Perimeter Monitoring
The power system equipment of a substation is widespread and located at a remote site. On-site maintenance work requires physical access to a substation perimeter. Wired, direct access to a substation network is a common way to monitor and maintain a substation on-site. The main problem of physical security points is that they may not be correlated with adequate cyber security features; thus, they may lead to an incorrect behavior analysis of on-site maintenance work. Therefore, physical access control is defined by each physical component of a substation, e.g., the fence or gate of a substation site, door to the control center, and the device port of IEDs.
External Physical Security Perimeter Breaches
The fence or gate surrounding the actual substation is monitored and set to the appropriate MIB element if the barrier is crossed. It would then notify the substation engineering team about the physical intrusion, and be cleared when the intrusion has been mitigated. Figure 8 illustrates the interaction with both the operation and IT/telecom environments. Operation and IT/telecom initiate the workflow on the work management system to mitigate the detected problem. This interaction and the workflow both run on the other cyber-physical response scenarios as well.
Control Center Door Monitoring
The door to the control center or control racks is monitored as the second level, and sets the appropriate MIB element if the barrier is crossed. This door would then notify the substation engineering team about the intrusion, and be cleared when it has been mitigated.
Intelligent Electronic Device Physical Access
A physical connection to the IED is monitored, and sets the appropriate MIB element if the access plugged into the external physical port is appeared. The NSM sensor would then notify the substation engineering team about the intrusion, and be cleared when it has been mitigated.
. Substation behavior analysis using network and system management (NSM) objects.
Control Center Door Monitoring
Intelligent Electronic Device Physical Access
Digital Certificate Monitoring
Detection of Impending Certificate Expiration
The number of certificates exceeding 70% of their validity period is monitored, and the NSM event is triggered to query substation engineering to take steps to renew the certificate and clear the event.
Detection of Configured Use of an Expired Certificate
A critical situation occurs when the utility allows a certificate to expire; in that case, an NSM event is triggered to query the substation engineering team to take steps to update the expired certificate and clear the event.
Detection of a Configured Certificate Being Revoked
By the application of a certificate revocation list (CRL), or via online interactions using online certificate status protocol (OCSP), the revoked certificate is configured, and causes an NSM event to send an alert notification.
Protocol Monitoring
GOOSE messages form a key part of the IEC 61850 protocol, embedding select logical and analog data, such as circuit breaker status, circuit breaker control, interlocking, general alarms, and power transformer's temperature, which are transmitted in Ethernet packets [25] .
Detection of GOOSE Unavailable
The NSM sensor monitors the expiration of the parameter TimeAllowedToLive (TAL), which represents the relative time in which to expect the next packet to be received, and detects the lack of reception of the next transmission within the specified TAL. 
Digital Certificate Monitoring
Detection of Impending Certificate Expiration
Detection of Configured Use of an Expired Certificate
Detection of a Configured Certificate Being Revoked
Protocol Monitoring
Detection of GOOSE Unavailable
The NSM sensor monitors the expiration of the parameter TimeAllowedToLive (TAL), which represents the relative time in which to expect the next packet to be received, and detects the lack of reception of the next transmission within the specified TAL.
Detection of a GOOSE Power Outage or Control Block Disabling
A GOOSE packet contains a StateNumber (SN) that changes incrementally each time a data value in the GOOSE changes value. If an SN received after TAL expiration is less than the previously received SN, then it signals that either the IED has a reset/power sequence or that the control block was disabled and enabled again.
Distributed Network Protocol 3.0 Communication Timeout
The NSM sensor monitors if the master station retransmits the same application protocol data unit (APDU) with the same sequence number, then sets an MIB element configure station response latencies.
Detection of New Intelligent Electronic Devices Being Added to the System
The NSM sensor monitors if non-configured addresses are detected but are not being communicated via the configured master, then notifies the substation engineering team about the new IEDs.
IEC 61850 Static Feature
The NSM sensor checks the consistency or grammatical correctness of the IEC 61850 protocol [9] , using the response and report feature in a measurement signal of MMS protocol-based command as a static feature. The MMS protocol-based command metric is for deep packet inspection, to check whether the MMS measurement signals' confirmed response (command type A1) and unconfirmed report (command type A3) has been correctly issuing measurement data based on the request.
THEN return 0 ELSE return 1 }
IEC 61850 Dynamic Feature
It is also necessary to monitor the GOOSE usage pattern [9] , using recency-frequency-monetary (RFM) analysis [15] to capture GOOSE behavior-based patterns as dynamic features. In this paper, recency (R IED_i ) is defined as the last GOOSE arrival time, and frequency (F IED_i ) is defined as the mean time interval of the GOOSE arrival time. Lastly, monetary (M IED_i ) is defined as the total GOOSE arrival count. In comparing RFM with the GOOSE report period (GRP), we find abnormal GOOSE behavior when it receives too frequently or too rarely than it is supposed to as set up in the configuration file. Then, the GOOSE behavior-based usage pattern metric is defined as follows: 
Cyber-Physical Anomaly Detection System
Cyber-physical systems are intrinsically concurrent. At a minimum, the cyber and the physical subsystems coexist in time, but even within these subsystems, concurrent processes are common. Models of concurrency in the physical world are very different from the models of concurrency in software, and very different from models of concurrency in networks. Reconciling the divergent models of concurrency, and ensuring interoperability and communication between components is the key problem in CPS. In this research, we adopted the alarm types of NSM objects, a decision algorithm by correlation with other NSM object types, and anomaly possibility values for determining the severity of an anomaly.
Network and System Management Alarm Object
In the IEC 62351-7 NSM definition, the "alarm" class is defined with the lack of any algorithm or correlated computation for the determination of the alarm event itself. Thus, modeling on each alarm event using preexisting NSM objects of cyber-physical status is significantly considered in this work. We newly categorized this NSM class into nine sub-classes: backup system alarm, connection alarm, protocol alarm, alarm control, physical alarm, end-system alarm, contingency element, communication equipment, and security alarm. The NSM class has further correlations between alarm sub-classes, with 12 relationships and 51 attributes, as depicted in Figure 9 . The definition of all sub-class attributes in Figure 9 are shared in Appendix A for each identified object.
Decision Algorithm for Network and System Management Alarm Objects
Each NSM alarm object consists of the continuous monitoring of the cyber-physical system status using an NSM object. NSM object values are computed with a decision algorithm, such as the examples depicted in Figures 10-12 . The availability of a cyber-physical system is the highest priority for a power grid, including digital substations [43] . In Figure 10 , the resource exhaustion alarm (RescExhAlm) is triggered from an end-system, as depicted in Figure 9 , based on checking the allowed range of resource of the Message Byte and Message Count NSM object value. If these NSM object values are less than the minimum or more than the maximum threshold value, the decision algorithm triggers RescExhAlm. In Figure 11 , a network traffic frequency alarm and network traffic volume alarm are triggered from a security system, as depicted in Figure 9 , based on checking of BPS and PPS statistics from network flow analysis. In Figure 12 , a protocol message alarm is triggered from IEC 61850 protocol-based IEDs, which validate the protocol stack and access control list of a pre-defined subscriber. For further information, including the acronyms for variable names in Figures 10-12 , IEC 62351-7 NSM data object modeling results are shared to the public as described in Appendix A. 
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The design of an anomaly detection function is defined as function A of three input parameters in the previous work [10] : A{f(PPS, BPS, LoP, SoP), f(GOOSE_metric), and f(MMS_metric)}. Function A can be represented by the total anomaly possibility value A = {w 1 ·f(PPS, BPS, LoP, SoP) + w 2 ·f(GOOSE_metric) + w 3 ·f(MMS_metric)} (2) where w 1 , w 2 , and w 3 represent given weight values from 0 to 1, satisfying the condition that the sum of the three weights equals 1. As an initial weight value, w 1 , w 2 , w 3 are selected as 0.4, 0.4, and 0.2, respectively, since dynamic features can sensitively explain real-time network traffic data. The anomaly statistics in Equation (2) are calculated each time that the concurrent process of cyber and physical system interfacing generates a new NSM object status or a change in NSM value. In case of the alarm type of NSM object, triggered from a point of NSM sensor, anomaly possibility value A is used to determine the severity of the abnormal behavior.
Testbed
The EPRI Smart Grid Substation Testbed was developed within the EPRI Cyber Security Research Lab (CSRL)m to provide a platform for testing the KEPCO IEC 62351-7 NSM sensor. The architecture of the testbed environment is displayed in Figure 13 . The rationale was to emulate a substation environment, using IEDs of various design and origin. That is, some IEDs were manufactured in the United States, and others internationally. The IEDs communicate using IEC 61850 protocols. KEPCO's NSM sensor is deployed to passively identify the traffic within the environment, as well as anomalies in the traffic patterns that could indicate a potential cyber-physical attack and implement the proposed vulnerability detection approaches. As depicted in Figure 13 , the testbed consists of seven IEDs of different manufacturers and KEPCO-NSM sensor/manager servers. They are ABB, SEL, NI, Areva, Sanion, Vitzro, and GE. All IEDs are connected to a Ruggedcom switch and the facility three-phase uninterruptible power supply by APC (Paris, France). The testbed also has a cellular modem, which supports the connectivity from a remote external network for the maintenance staffs. The primary utilization of the testbed, as established, is to support research on IEC 62351-7 SNMP MIB, test on use cases, and compare test results with previous proof-of-concept NSM tools. substation environment, using IEDs of various design and origin. That is, some IEDs were manufactured in the United States, and others internationally. The IEDs communicate using IEC 61850 protocols. KEPCO's NSM sensor is deployed to passively identify the traffic within the environment, as well as anomalies in the traffic patterns that could indicate a potential cyber-physical attack and implement the proposed vulnerability detection approaches. As depicted in Figure 13 , the testbed consists of seven IEDs of different manufacturers and KEPCO-NSM sensor/manager servers. They are ABB, SEL, NI, Areva, Sanion, Vitzro, and GE. All IEDs are connected to a Ruggedcom switch and the facility three-phase uninterruptible power supply by APC (Paris, France). The testbed also has a cellular modem, which supports the connectivity from a remote external network for the maintenance staffs. The primary utilization of the testbed, as established, is to support research on IEC 62351-7 SNMP MIB, test on use cases, and compare test results with previous proof-of-concept NSM tools. In the testbed, information supporting NSM is collected from 10 monitoring points of cyberphysical sources within the network. The monitoring points are either available through existing communications channels, such as a switch, router, and NSM sensor, or by monitoring through seven end-device monitoring agents of IEDs. In the testbed, information supporting NSM is collected from 10 monitoring points of cyber-physical sources within the network. The monitoring points are either available through existing communications channels, such as a switch, router, and NSM sensor, or by monitoring through seven end-device monitoring agents of IEDs. Table 3 described the test scenarios conducted in EPRI testbed environment. The full list of cyber-physical test scenarios on a digital substation environment is shared publicly in Appendix B. Replay packet capture testing to detect changes in traffic generated by a device. Packet has multiple points where the traffic differs from the expected.
Test Scenarios
GOOSE payload model monitoring
Replay packet capture testing where the GOOSE payload model varies three times from the original model. One will be missing a field from the model, one will have an extra field from the model, and one will have a field replaced by a different field.
GOOSE timing monitoring
Replay packet capture testing where the expected GOOSE message will arrive earlier or later than expected without a state change. There is a window where no GOOSE messages are received, simulating a momentary drop in the network.
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Bad GOOSE vulnerability CVE-2018-18957 [45] Replay packet capture testing where the device GOOSE message (A) will be hijacked, and replayed by a rogue device (B). In this replay, the rogue device will increase the sequence number by a value (X). The rogue device replays the message every time it sees a message from device A, maintaining an advance in the sequence number of X. Device A will then experience a state change, although the replay of the rogue device will show no state change in its replay.
Test Results
After baseline packet captures (PCAPs) have a 1-h replay of normal IED traffic, exercise of various use cases was detected, with the sensor based on the predefined IEC 61850-specific rules and sensor learning features. The sensor then reacted with either an alert message from the NSM manager displaying all alerts descriptions, or a log message in the form of rule engine system logs from the NSM sensor.
Testing Result for Port Scan
When the network mapper (NMAP) tool began operations from the test laptop, the security sensor immediately detected the alarm message shown in Figure 14 . The figure shows that the NMAP scanning attempt was detected from the source IP address.
Testing Result for Abnormal Device Network Flow Characteristics
When the network flow of one IED was repeated, the security sensor detected the increase and reported it in both the system log and the alarm system. The test only detected instances where the traffic average in a three-minute span exceeded the baseline threshold by the alert tolerance depicted in Figure 15 . The alert tolerance is a tunable value.
An NSM sensor captured all the network traffic through the tapping port analyzed mode. The test access point of two from-publisher-and-subscriber IEDs are verified for zero delay and zero loss of messages. In a period of three minutes, the network traffic load in a test environment is as depicted in Figure 15 . 
Testing Result for GOOSE Payload Model Monitoring
When there was a change in the GOOSE payload model, the security sensor detected the change and alerted the system with a critical alarm. The payload change was recognized because of a change of the GOOSE model. The sensor learns the structure of each IED, and validates the received payload model against the known IED payload model [46] . The test only detects instances where the type of value changed, such as Boolean to integer, or where the tree structure changed. Instances where one Boolean value was replaced with another went undetected, provided that the tree structure remained the same. The payload change was detected by the preprocessor rule set, derived from the IED management and analysis module, as depicted in Figure 16 . 
Testing Results for GOOSE Timing Monitoring
Periodic GOOSE messages are managed thoroughly in the NSM sensor. When a rate change of 1 s was increased to a 1.6 s timing interval, the sensor detected the change and issued a critical alarm. The sensor alerts on the resulting decrease in network flow over that interval. For example, when GOOSE has a 1-s interval between each message, the security sensor has <alpha>% of timing buffer to deal with network latency issues. However, when the GOOSE message rate exceeds network flow threshold, the security sensor produced the alarm shown in Figure 17 . The rate change was detected by the preprocessor rule (set in Figure 18 ) derived from IED management and the analysis module with alerting enabled on the invalid GOOSE period. The rule set in Figure 18 is an example detection rule for GOOSE timing monitoring. The rule engine is based on a snort, open source-based rule set [12] , with the extension to add source/destination MAC address and source/destination application ID, as well as rule options. The rule options consist of the alarm message specified for IEC 61850 command, NSM object name, and NSM alarm states. In case of an invalid GOOSE period alarm, the NSM object name is defined as "DataInvAlm". The NSM alarm state has a unique identification, numbered 00010490. GOOSE was requested once, with GOOSE dataset "SEL_351_1CFG/LLN0$GO$GPub01" on every 1-second (1000 milliseconds) time interval, 
Periodic GOOSE messages are managed thoroughly in the NSM sensor. When a rate change of 1 s was increased to a 1.6 s timing interval, the sensor detected the change and issued a critical alarm. The sensor alerts on the resulting decrease in network flow over that interval. For example, when GOOSE has a 1-s interval between each message, the security sensor has <alpha>% of timing buffer to deal with network latency issues. However, when the GOOSE message rate exceeds network flow threshold, the security sensor produced the alarm shown in Figure 17 . 
Periodic GOOSE messages are managed thoroughly in the NSM sensor. When a rate change of 1 s was increased to a 1.6 s timing interval, the sensor detected the change and issued a critical alarm. The sensor alerts on the resulting decrease in network flow over that interval. For example, when GOOSE has a 1-s interval between each message, the security sensor has <alpha>% of timing buffer to deal with network latency issues. However, when the GOOSE message rate exceeds network flow threshold, the security sensor produced the alarm shown in Figure 17 . The rate change was detected by the preprocessor rule (set in Figure 18 ) derived from IED management and the analysis module with alerting enabled on the invalid GOOSE period. The rule set in Figure 18 is an example detection rule for GOOSE timing monitoring. The rule engine is based on a snort, open source-based rule set [12] , with the extension to add source/destination MAC address and source/destination application ID, as well as rule options. The rule options consist of the alarm message specified for IEC 61850 command, NSM object name, and NSM alarm states. In case of an invalid GOOSE period alarm, the NSM object name is defined as "DataInvAlm". The NSM alarm state has a unique identification, numbered 00010490. GOOSE was requested once, with GOOSE dataset "SEL_351_1CFG/LLN0$GO$GPub01" on every 1-second (1000 milliseconds) time interval, The rate change was detected by the preprocessor rule (set in Figure 18 ) derived from IED management and the analysis module with alerting enabled on the invalid GOOSE period. The rule set in Figure 18 is an example detection rule for GOOSE timing monitoring. The rule engine is based on a snort, open source-based rule set [12] , with the extension to add source/destination MAC address and source/destination application ID, as well as rule options. The rule options consist of the alarm message specified for IEC 61850 command, NSM object name, and NSM alarm states. In case of an invalid GOOSE period alarm, the NSM object name is defined as "DataInvAlm". The NSM alarm state has a unique identification, numbered 00010490. GOOSE was requested once, with GOOSE dataset "SEL_351_1CFG/LLN0$GO$GPub01" on every 1-second (1000 milliseconds) time interval, with system identification number (SID) as 6020001. The rule feature set defined in this literature was introduced in Table 1 .
with system identification number (SID) as 6020001. The rule feature set defined in this literature was introduced in Table 1 . Figure 18 . Detection rule for GOOSE timing monitoring.
Testing Result for Bad GOOSE Vulnerability
When GOOSE-modified traffic passed through the network, the security sensor identified two characteristics of the modified traffic. The first alert was a GOOSE denial-of-service attempt, which the sensor monitored and analyzed as increased network flow from a normal IED. This increased traffic was caused by a replay attack. The second alert was due to the detection of the invalid sequence number change, which occurred when the attacker attempted to advance the sequence number beyond that expected from the original GOOSE traffic pattern, shown pre-defined in Figure 19 . The preceding attack attempts, shown in Figure 20 , were detected by a combination of two distinct alerts from the preprocessor rule set derived from the network flow statistical analysis of the GOOSE denial-of-service rule, as well as the IED management and analysis module for validating sequence number of GOOSE messages. However, when the status number was changed, the sensor failed to detect it as an anomaly. The current security sensor cannot distinguish between a normal state number change and an abnormal change in GOOSE messages. The test was initially constructed with a sequence number jump of one. The sequence number jump of one went undetected. The test was modified to increment the sequence number by five. The sequence number jump of the modified test was detected. 
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When GOOSE-modified traffic passed through the network, the security sensor identified two characteristics of the modified traffic. The first alert was a GOOSE denial-of-service attempt, which the sensor monitored and analyzed as increased network flow from a normal IED. This increased traffic was caused by a replay attack. The second alert was due to the detection of the invalid sequence number change, which occurred when the attacker attempted to advance the sequence number beyond that expected from the original GOOSE traffic pattern, shown pre-defined in Figure 19 . The preceding attack attempts, shown in Figure 20 , were detected by a combination of two distinct alerts from the preprocessor rule set derived from the network flow statistical analysis of the GOOSE denial-of-service rule, as well as the IED management and analysis module for validating sequence number of GOOSE messages. However, when the status number was changed, the sensor failed to detect it as an anomaly. The current security sensor cannot distinguish between a normal state number change and an abnormal change in GOOSE messages. The test was initially constructed with a sequence number jump of one. The sequence number jump of one went undetected. The test was modified to increment the sequence number by five. The sequence number jump of the modified test was detected. The preceding attack attempts, shown in Figure 20 , were detected by a combination of two distinct alerts from the preprocessor rule set derived from the network flow statistical analysis of the GOOSE denial-of-service rule, as well as the IED management and analysis module for validating sequence number of GOOSE messages. However, when the status number was changed, the sensor failed to detect it as an anomaly. The current security sensor cannot distinguish between a normal state number change and an abnormal change in GOOSE messages. The test was initially constructed with a sequence number jump of one. The sequence number jump of one went undetected. The test was modified to increment the sequence number by five. The sequence number jump of the modified test was detected. with system identification number (SID) as 6020001. The rule feature set defined in this literature was introduced in Table 1 . Figure 18 . Detection rule for GOOSE timing monitoring.
Conclusions
This paper proposes a new method of network and system management application and integration using a cyber security testbed. Major contributions of this research are summarized as follows.
First, we develop, for the first time, the full phase of network and system management design, implementation, testbed environment, and cyber-physical assessment methodology, in order to monitor the cyber-physical system statistics for intelligent electronic devices within the testbed. This security testbed can be applicable for assessing and monitoring risk in a substation environment.
Second, IEC 61850 protocol specification-based metrics are newly investigated. To this end, GOOSE and MMS specific factors are captured from this experimental data, and are used for the proposed NSM use cases.
Last, we newly integrate real network traffic data integrated from both North American and South Korean digital substation environments. With our best knowledge, this work is the first attempt to analyze real operational network data of both U.S. and Korean smart grid environments, which is globally applicable to any other countries employing IEC 61850 protocol in the smart grids that construct new digital substations, especially with multiple different manufacturers.
The substations that are similar to U.S. and Korean environments will immediately benefit from the study. In this work, we provide a new cyber security deployment design of a central management system, which reflects cyber-physical activities in real time for behavioral analysis and anomaly detection of IEC 61850-based digital substations. We believe that this work will be helpful to enhance cyber security when deploying a similar system to install multiple manufacturers' IEDs.
The use case tests demonstrate the utility of the NSM for IEC 61850 messaging, and support the visualization of device behavior analysis. This should provide better understanding of the IEC 61850 standard, and how further solution development may assist utilities in increasing situational awareness for their 61805 deployments. We believe that there are many promising avenues for more detailed research on anomaly detection in substation for further studies.
The testing results provide feedback for the usage of the KEPCO NSM sensor, and offer insight into opportunities for algorithm refinement. For example, algorithm refinement could include a change to the message frequency monitoring algorithm, in order to detect abnormal changes much quicker. Future work should include tests of more advanced use cases, to further explore the sensor's capabilities and aid in the refinement of the detection algorithms.
Author Contributions: All authors contributed to the overall study design and analysis, writing, and validation of the manuscript. 
Conflicts of Interest:
The authors declare no conflict of interest.
Appendix A
IEC 62351-7 NSM data object modeling for a digital substation environment is reviewed and further implemented in this paper. The full list of NSM data modeling is available at https: //docs.google.com/spreadsheets/d/1luymRsKNZNb4v4B6EF0zDCaNvW33rYSMFVXS9ZSETYA/ edit?usp=sharing.
Appendix B
The full list of cyber-physical test scenarios for a digital substation environment is available at: https://docs.google.com/spreadsheets/d/1fjMJVWH3Kis5HznOIOf1OpHIG12H9v9T9OnCrTphQjA/ edit?usp=sharing.
